IMPORTANT!!!!  IMPORTANT!!!! 
ALL CURRENT VISTA CONTROL PANELS require addressable keypads such as the 6160 and the 6150.  The keypad’s default address is 31 – this address MUST  BE CHANGED.  If the address is not changed, no information will be displayed on the screen.  The procedures to change the address can be found on the back of the installation sheet for the 6160 and 6150.  This document can also be found at Note 146 below.
